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| All dimensions are indicative only and in mm unless otherwise

specified
This drawing presents an indication of the design anticipated for
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\ N R ™ / /, the project, in terms of design principles and anticipated
” geometry ranges. The final design and resulting detail will be
developed in accordance with the principles of this indicative
design, but is anticipated to incorporate reasonable variations,
following the standard process of undertaking detailed, physical
" site investigations, detailed engineering analysis and competitive

procurement of final equipment
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Field Number of Power Azimuth
\: ) modules (kWp)
A 11712 6734 | 57SW/123NE D
P . B 18672 10736 57 SW /123 NE
o C 3792 2180 57 SW /123 NE
D 14016 8059 66 SW /114 NE
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Nearest city Apeldoorn
R LR 'g Geographical 52 2200°N. 6.0265°E
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| Schakelruimte Zuid E::;:IZ:ZS System o V\gi? —
LA i :
- N .;* Controlekamer Zuid Fenced area north ha 14.65
R ; Fenced perimeter north m 1758
.$ Fenced area south ha 5.89
Ingana Zuid Fenced perimeter south m 1056
' 9an9 PV module type Monocrystalline
NN PV module dimensions mm 2411x1134x35 E
A PV module alignment East West
PV module power Wp 575
o PV modules pc 48192
Modules per string pc 24
Strings pc 2008
Total Peak Power MWp 27.71
Tilt angle deg 8
Solar array dimensions mm 29054 x 9152
Solar array height m 1.47
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S i E 09/07/2020 REMOVED PV IN SOUTHEAST AREA M. BLANCO P. PIZZORNI P. PIZZORNI
D 28/04/20 UPDATED EAST WEST LIGHT WEIGHT CONFIGURATION M. BLANCO P. PIZZORNI P. PIZZORNI
B C 17/04/2020 EAST WEST LIGHT WEIGHT CONFIGURATION M. BLANCO P. PIZZORNI P. PIZZORNI
H 21/09/2021 UPDATED WITH 575W MODULE M. BLANCO P. PIZZORNI P. PIZZORNI
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